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Headway Technologies
Cycles of Concentration
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Equinix
Cycles of Concentration

D3

0.0

5.0

10.0

15.0

20.0

25.0

06/28/03

01/14/04

08/01/04

02/17/05

09/05/05

03/24/06

10/10/06

04/28/07

11/14/07

Date Sampled

C
O

C

Alkalinity

Calcium

Chloride

Conductivity

Hardness (as CacO3)

Magnesium

pH

TDS

Maximum COC 
recommended by 
VRTX at 8.5.

Minimum COC 
recommended by 
VRTX is 5.0.



Data Center
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Lawrence Berkeley National Laboratory
Cycles of Concentration
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City of Berkeley
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